
SRNE CU DATA MANAGEMENT

INSTALLATION
For accurate data measurements it is essential that all negative connections are connected prior to the load 
side of the battery shunt.

1: Install the SRNE CU Management panel in a convenient location.  

2: Install the RMA7 touch screen in a location of you choice.  The RJ45 cable connects between the RMA 
screen and RS485 Port 6 on the SRNE CU device

3: Pin 17 above should be used to power the SRNE CU unit.

4: Where applicable conect data cable to SRNE CU data management system.  

Please refer to manufacterers manual for further information on.

Adding and configuring device

1: Load the SRNE app 

2: Adding device - Select [+] and select the device from the list of devices.

3: Add device and follow and password notifications.  The default password is 123456.

4: Once the device is added, select the device  and press the setup cog   in the top right corner. 

5: Complete the configuration. Items marked with * need your input

Please refer to manufacterers manual for connection to your internal WIFI network


